
Basic Diagnostics 
1. Time skew < ±100µsecc 

2. Keep increasing counters 

3. Base rate trig counter, 480000 

3. Tx Clock rate near by 123 M 



Rate Measurement (RM) 
1. Choose one of Rate Measurement (RM) System 2. Choose Fixed Rate 

3. Turn on the RMsystem 

4. Wait until the rate value is settled 

5. Turn off the RM system 

6. The measured rate should be matched with 
    the fixed rate selector 


